
437 

Environmental Protection Agency Pt. 76 

pipeline and sampled monthly, daily or hour-
ly for gross calorific value) when carbon con-
tent data is missing, report the appropriate 
default value from Table G–1. 

5.2.2 The missing data values in Table G– 
1 shall be reported whenever the results of a 

required sample of fuel carbon content are 
either missing or invalid. The substitute 
data value shall be used until the next valid 
carbon content sample is obtained. 

5.3 Gross Calorific Value Data 

For a gas-fired unit using the procedures of 
section 2.3 of this appendix to determine CO2 
emissions, substitute for missing gross calo-
rific value data used to calculate heat input 
by following the missing data procedures for 
gross calorific value in section 2.4 of appen-
dix D to this part. 

[58 FR 3701, Jan. 11, 1993, as amended at 60 
FR 26556-26557, May 17, 1995; 61 FR 25585, May 
22, 1996; 64 FR 28671, May 26, 1999; 67 FR 40475, 
June 12, 2002; 67 FR 57274, Sept. 9, 2002] 

APPENDIX H TO PART 75—REVISED 
TRACEABILITY PROTOCOL NO. 1 [RE-
SERVED] 

APPENDIX I TO PART 75—OPTIONAL F— 
FACTOR/FUEL FLOW METHOD [RE-
SERVED] 

APPENDIX J TO PART 75—COMPLIANCE 
DATES FOR REVISED RECORDKEEPING 
REQUIREMENTS AND MISSING DATA 
PROCEDURES [RESERVED] 

PART 76—ACID RAIN NITROGEN 
OXIDES EMISSION REDUCTION 
PROGRAM 

Sec. 
76.1 Applicability. 
76.2 Definitions. 
76.3 General Acid Rain Program provisions. 
76.4 Incorporation by reference. 
76.5 NOX emission limitations for Group 1 

boilers. 
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76.6 NOX emission limitations for Group 2 
boilers. 

76.7 Revised NOX emission limitations for 
Group 1, Phase II boilers. 

76.8 Early election for Group 1, Phase II 
boilers. 

76.9 Permit application and compliance 
plans. 

76.10 Alternative emission limitations. 
76.11 Emissions averaging. 
76.12 Phase I NOX compliance extension. 
76.13 Compliance and excess emissions. 
76.14 Monitoring, recordkeeping, and re-

porting. 
76.15 Test methods and procedures. 

APPENDIX A TO PART 76—PHASE I AFFECTED 
COAL-FIRED UTILITY UNITS WITH GROUP 1 
OR CELL BURNER BOILERS 

APPENDIX B TO PART 76—PROCEDURES AND 
METHODS FOR ESTIMATING COSTS OF NI-
TROGEN OXIDES CONTROLS APPLIED TO 
GROUP 1, PHASE I BOILERS 

AUTHORITY: 42 U.S.C. 7601 and 7651 et seq. 

SOURCE: 60 FR 18761, Apr. 13, 1995, unless 
otherwise noted. 

§ 76.1 Applicability. 
(a) Except as provided in paragraphs 

(b) through (d) of this section, the pro-
visions apply to each coal-fired utility 
unit that is subject to an Acid Rain 
emissions limitation or reduction re-
quirement for SO2 under Phase I or 
Phase II pursuant to sections 404, 405, 
or 409 of the Act. 

(b) The emission limitations for NOX 
under this part apply to each affected 
coal-fired utility unit subject to sec-
tion 404(d) or 409(b) of the Act on the 
date the unit is required to meet the 
Acid Rain emissions reduction require-
ment for SO2. 

(c) The provisions of this part apply 
to each coal-fired substitution unit or 
compensating unit, designated and ap-
proved as a Phase I unit pursuant to 
§ 72.41 or § 72.43 of this chapter as fol-
lows: 

(1) A coal-fired substitution unit that 
is designated in a substitution plan 
that is approved and active as of Janu-
ary 1, 1995 shall be treated as a Phase 
I coal-fired utility unit for purposes of 
this part. In the event the designation 
of such unit as a substitution unit is 
terminated after December 31, 1995, 
pursuant to § 72.41 of this chapter and 
the unit is no longer required to meet 
Phase I SO2 emissions limitations, the 
provisions of this part (including those 

applicable in Phase I) will continue to 
apply. 

(2) A coal-fired substitution unit that 
is designated in a substitution plan 
that is not approved or not active as of 
January 1, 1995, or a coal-fired compen-
sating unit, shall be treated as a Phase 
II coal-fired utility unit for purposes of 
this part. 

(d) The provisions of this part for 
Phase I units apply to each coal-fired 
transfer unit governed by a Phase I ex-
tension plan, approved pursuant to 
§ 72.42 of this chapter, on January 1, 
1997. Notwithstanding the preceding 
sentence, a coal-fired transfer unit 
shall be subject to the Acid Rain emis-
sions limitations for nitrogen oxides 
beginning on January 1, 1996 if, for that 
year, a transfer unit is allocated fewer 
Phase I extension reserve allowances 
than the maximum amount that the 
designated representative could have 
requested in accordance with 
§ 72.42(c)(5) of this chapter (as adjusted 
under § 72.42(d) of this chapter) unless 
the transfer unit is the last unit allo-
cated Phase I extension reserve allow-
ances under the plan. 

§ 76.2 Definitions. 

All terms used in this part shall have 
the meaning set forth in the Act, in 
§ 72.2 of this chapter, and in this sec-
tion as follows: 

Alternative contemporaneous annual 
emission limitation means the maximum 
allowable NOX emission rate (on a lb/ 
mmBtu, annual average basis) assigned 
to an individual unit in a NOX emis-
sions averaging plan pursuant to § 76.10. 

Alternative technology means a con-
trol technology for reducing NOX emis-
sions that is outside the scope of the 
definition of low NOX burner tech-
nology. Alternative technology does 
not include overfire air as applied to 
wall-fired boilers or separated overfire 
air as applied to tangentially fired 
boilers. 

Approved clean coal technology dem-
onstration project means a project using 
funds appropriated under the Depart-
ment of Energy’s ‘‘Clean Coal Tech-
nology Demonstration Program,’’ up to 
a total amount of $2,500,000,000 for com-
mercial demonstration of clean coal 
technology, or similar projects funded 
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